36.00

= 18.82 =

Z.OO"

FZ,OO

15.15 [
; 23.50

7

N~ APPROX. BREAKER LOCATION

FUEL STUB-UP
3473 AREA 8 X 8

©5.00 EXHAUST

e

OUTLET
78.82 (ENGINE) {~ 4232 (GEN)—~f
31.65
(EXHAUST) ™|
(1.75) == |=— D
s 5 = CONTROL
PANEL
i
83.60
(EXHAUST)
46.50
(oucT
FLANGE) © %
i
\ = ©4.00 LFT
r HOLE (4X)
18.20 ‘ O/ ‘
10.00 40.00 40.00 10.00

COOLANT DRAIN OlL DRAIN

(OPTIONAL)

NOTES:

1. BREAKER LOCATION IS APPROXIMATE

2. DUCT FLANGE WIDTH: 40.50”

3. FUEL SUPPLY: 5/8” FUEL RETURN: 3/8"

4. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY

| orRawING: PD350-01-LVO
45.63
r (EXHAUST)
500 AMP
CIRCUIT
BREAKER
(OPTIONAL)
} REVISIONS:
LEVEL:| DESCRIPTION: | DATE: | BY:

69.75

| NA

72.00

" BLUE STAR

Power Systems Inc.

ENG: 2206D-E13TAG2 ‘ GEN: 433

RaD: W/ ENG |BAsE: 23545 | Hsa:NA

DATE: 02-18-21  |Bv: CLJ  |pRawnTOSCALE
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