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COOLANT DRAIN OIL DRAIN Power Systems Inc.
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NOTES: ENG: - ‘ GEN:
1. BREAKER LOCATION IS APPROXIMATE 2506C E15TAG4 572
2. DUCT FLANGE WIDTH: 40.50" RAD: ‘BASE: ‘HSG:
3. FUEL SUPPLY: 5/8” FUEL RETURN: 3/8” W/ ENG 23551 NA
4. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY DATE: 02-19-21 ‘By: CL] ‘DRAWN TO SCALE




	Model

