H DRAWING: VD600-03-HSD

APPROX. WATER HEATER LOCATION

— 30.53 —~
APPROX. BATTERY LOCATION 859

COOLANT DRAIN — [=—2.63

(OPTIONAL)
r 2.63
‘ 7 1;48 r
H%ﬂ‘ \ W V. 2217
N — ~
\AF'F’ROX. BREAKER LOCATION
i R

7
kA s000—

L*SE%AB——‘

FUEL STUB-UP
LOCATION 10 X 10

(255.00)
200.00 EXHAUST SYSTEM
55.00 (OPTIONAL 2-30.00 DOORS 2-30.00 DOORS
= EXHAUST HOOD) (BOTH SIDES) = 16.00 (BOTH SIDES) 54.00
10,00 | - CONTROL INTAKE AREAS
PANEL
]
(120.00) Q 1000 AMP
© j /" CiRcuIT
BREAKER
) 110.00
s 5 ‘ (OPTIONAL)
(CORE) i 1
£l — : &
” ” : == LIFTING
i i - BRACKETS (4X)
10.92 O % Elﬂ O L/ 10.00 | O ‘
f | \| | | | f REVISIONS:
10.00 4o~ 32.50 32.50 | 32.50 ‘ 32.50 ‘ 10.00
150‘ 00 ' ' 9.813 MTG. 75.75 LEVEL] DESCRIPTION: [ DATE: | BY:
OL DRAN HOLES (10%) /] 78.00 NA | NA [ NA [NA
(93.25)

NOTES:

1. BREAKER LOCATION IS APPROXIMATE

2. FUEL SUPPLY: 1/2" FUEL RETURN: 3/8"

3. DUCT FLANGE WIDTH: 43.00"

4. (OPTIONAL): EXHAUST HOOD INCLUDED LEVEL 3 ENCLOSURE ONLY

5. (OPTIONAL): EXHAUST ROUTED THROUGH EXHAUST HOOD LEVEL 3 ENCLOSURE ONLY
6. (OPTIONAL): SOUND ATTENUATION FOAM INCLUDED LEVEL 2 & 3 ENCLOSURES ONLY
7. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY
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